|
L1
1 1
|
_ 114 RF |
=150 CL |
FLARE FROM |
SAND SEPARATOR i |
D-0911771-0100 on-o1yLOPE O-5% 3] |
~ = T 114 RF-ASL—481-38H-GT g !
S i
| r"j |
FROM Al I B
MAINTENANCE DRAIN i E—— Bl } F-3000
D 05117710103 —— 'SLOPE 0.5% I INSTALL SIGN @ |
- - — Gano— !, 2000 |
60—D—ASL—221-38H—GT r FLARE KNOGKOUT A }
FLARE HEADER i PUMPOUT PROCEDURE: 7” (@\ 50% LEVEL !
FROM SEP. D—1300 %7 i 1. DEVON OPERATOR MUST @ SHUT-DOWN ‘
D-0911771-0103 > == gen=ci— 5% < BE PRESENT AT ALL TIMES. 33 |
168—RF-ASL-421-38H-GT 2. CONNECT GROUND CABLE AN BA822R }
FLARE HEADER FROM Pl AND TRUCK VAPOUR RETURN. INSTALL SIGN 60 - (@) 0% LEVEL !
168 RE 1114 RF 3. OPEN MANUAL FLARE PURGE X 60-FG-ASL—363-38H \200g/ !
BARREL RELIEF GAS %7 150 CLT “'150 CcL VALVE BEFORE COMMENCING (ibeg; 38Ha—> N~ | SOLAR
D-0911771-0106 >——p8H-6c19— — || 168 RF PUMPOUT TO ENSURE POSTIVE 33— FG_ASL—362 I PANEL
168—RF—ASL—479—38H-GT l 150 CL PRESSURE TO SYSTEM. / 60—FG_AL—361 !
L 168 RF 4, STOP PUMPING IMMEDIATELY c0x 33 i
FUEL GAS 150 CL IF FLAME AT TOP OF STACK X AL | ASL INSTALL SIGN I
TO G-1700 60_FG_AL_351 BARI9R IS NO LONGER VISIBLE. 35 BAB22L |
|
D-0911771-0106 33 33 I
33 ENVIRO- VACUUM
BAB22L - N . CHOB2R LAO82R MONITORING WSWUHPPFLL\/EFEE !
s 89—-D—ASL-261-38H FIELD SET !
FUEL GAS FROM | 114x @ —2'Hg ‘
f
SEP. D—1300 60 RF INSTALL SIGN [N'es 2ot |
‘ D-0911771-0103 {1150 cL INSTALL SIGN S 12v
80—FG—AL—321 h BATTERY
60 60 RF 189 RF L114 rRF L1114 RF 89 RF
BDO16L 150 CL 150 CL 150 CL 150 CL 150 CL
[ ]
N
N O O S A O O O O O OO /"//"//’//’1//"//"// I O O O O O O N O O O O O O D D O O D O S Y O
| | | | | | | ’
\ [ 18 RF [ L L L L [T 1es s _— |
- SLOPE 0.5% 168—RF—ASL—461 ‘ 150 CcL T T TT T 150 CL SLOPE 0.5% | 168—RF—ASL—462
;) e — — — — — i e — = = — = — — = - = ===
‘ \ \
\ | ‘ S-2000 ‘ |
‘ | Y _ }
oM . _l

S-2000
U/G KNOCK-OUT TANK
CAPACITY: 100BBL
SINGLE /DOUBLE WALL: DOUBLE
INTERNAL COATING: NONE (FIBERGLASS)
VENDER: TANK-LIFE CRADLES

F-3000
EMERGENCY FLARE STACK
168.3mm (6”) O.D. x 18288mm (60") HIGH
SELF-SUPPORTED
MANUFACTURER: MACTRONIC
TIP MATERIAL: 316 SS
PILOT TYPE: CONTINUOUS
ELECTRIC AUTO RELIGHT- SET @ TBA
RETRACTABLE IGNITION SYSTEM
PURGE REDUCTION DEVICE
PILOT GAS: 45 SCFH @ 69 kPag (10 psig)

FLAME FAILURE/
AUTO-RELITE

NOTE: ALL UNDERGROUND PIPING TO COME WITH YJ COATING.
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